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Tank sizes and pipe connections (Imperial)

GEN2-MAX k 5.5 7.5 9.5 12 15 17 20 25 31 39 50
AIR TANK VSD [gal] 500 660 660 1060 1060 1040 1550 2000 2560 3000 5000
AIR TANK FIXED SPEED/PRODUCT TANK [gal] 660 660 1060 1060 1550 1550 2000 2560 3690 5000 5000
TP1: AIR INLET [inch] 2 2 3 3 3 4 4 4 6 6 6
TP2: TO PRODUCT TANK [inch] 2 2 3 3 3 3 3 3 4 4 4
TP3: FROM PRODUCT TANK (PCT) [inch] 1 1/2 1 1/2 2 2 2 3 3 3 4 4 4
TP3: FROM PRODUCT TANK (PPM) [inch] 1 1 1 1/2 1 1/2 1 1/2 1 1/2 1 1/2 1 1/2 2 2 2
TP4: GAS OUTLET (PCT) [inch] 2 2 2 2 2 3 3 3 4 4 4
TP4: GAS OUTLET (PPM) [inch] 1 1/2 1 1/2 2 2 2 2 2 2 2 2 2
TP5: WASTE EXHAUST [inch] 12.4 12.4 12.4 12.4 12.4 15.75 15.75 15.75 23.6 23.6 23.6

1000 MIN

1000 MIN

Legend

1 Piping

2 Compressor

3 Dryer (Integrated/Stand-alone)

4 Inlet filtration

5 Air tank

5a Safety valve

6 Nitrogen generator

7 Product tank

7a Nitrogen label

8 Outlet filtration

9 Waste exhaust

10 Gas outlet

11 Room Oxygen monitor (optional)

TP4 TP3

TP5

Notes:
- Consult the attached step by step instructions 9829500831-03 for further details.
- Inlet air requirement according to ISO 85731:2010 class 2-4-1 or 2-3-1 (Low ambient 
option).
- Diameter of pipe connections in table overview valid up to 5 meters (16.5 ft) pipe length.
- All equipment must be installed on a level floor suitable for taking the weight of the
equipment.
- Allow a free space of minimum 1000mm (3.3 ft) around the equipment.
- Allow a free space of minimum 1250mm (4 ft) above the unit.
- Isolate equipment and tanks with ball valves.
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Tank sizes and pipe connections (Metric)

GEN2-MAX k 5.5 7.5 9.5 12 15 17 20 25 31 39 50
AIR TANK VSD [L] 2000 2000 3000 3000 4000 5000 6000 8000 10000 12000 16000
AIR TANK FIXED SPEED/PRODUCT TANK [L] 2000 3000 3000 4000 5000 6000 8000 10000 12000 16000 20000
TP1: AIR INLET [DN] 50 50 80 80 80 100 100 100 150 150 150
TP2: TO PRODUCT TANK [DN] 50 50 80 80 80 80 80 80 100 100 100
TP3: FROM PRODUCT TANK (PCT) [DN] 40 40 50 50 50 80 80 80 100 100 100
TP3: FROM PRODUCT TANK (PPM) [DN] 25 25 40 40 40 40 40 40 50 50 50
TP4: GAS OUTLET (PCT) [DN] 50 50 50 50 50 80 80 80 100 100 100
TP4: GAS OUTLET (PPM) [DN] 25 25 50 50 50 50 50 50 50 50 50
TP5: WASTE EXHAUST [mm] 315 315 315 315 315 400 400 400 600 600 600
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