>

i B
I e

—hf - P«

Ref Description Ref Description
1 Compressor (Not Supplied) 7 N2 Generator
2 Wet Air Receiver (Not Supplied) 8 Dust Filter (1 micron)
3 Pre-filtration (Water Seperator) 9 Nitrogen Outlet
4 Pre-filtration (1 micron & 0.01 micron) N2 Storage (Optional)
5 Buffer Vessel
6 Pressure Relief Valve*

(1) It is the customers responsibility to ensure pressure relief valves are fitted to the compressed air system. All vessels supplied by nano
come with a pressure relief valves and pressure gauge as standard.

(2) Buffer vessel is used for mixing nitrogen gas, this is not to be used as downdtream storage.

(3) Reference ‘1’ & ‘2’ are supplied separately.
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GEN2 Nitrogen Generator Typical
Installation With Internal Air Dryer
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